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DEMOLISH BLDG 
134 STRUCTURE, 
FOUNDATION 
AND UTILITIES 
ENTIRELY.

DEMOLISH 
EXISTING OHE 
SERVICE LINE 
FROM BLDG TO 
POLE.  POLE TO 
REMAIN.

DEMOLISH ALL 
HVAC AND 
MECHANICAL 
EQUIPMENT 
ENTIRELY.

DEMOLISH ALL 
HVAC AND 
MECHANICAL 
EQUIPMENT 
ENTIRELY.

DEMOLISH  
PEDISTAL AND 
UGC TO MAIN. 

DEMOLISH ALL 
CONCRETE 
SIDEWALK AND 
BASE COURSE 
ENTIRELY.

DEMOLISH 
EXISTING 
CONCRETE AND 
BASE COURSE 
ENTIRELY. 

DETERMINE IF BLDG 134 HAS WATER 
SERVICE AND SANITARY SEWER 
SERVICE FROM MAIN TO BLDG.  IF 
SO, DEMOLISH UTILITY SERVICE TO 
MAIN.

SAWCUT AND 
DEMOLISH 
EXISTING 
ASPHALT AND 
BASE MATERIAL 
ENTIRELY.

COORDINATE COMMUNICATION
TERMINATION POINTS WITH BASE
TELEPHONE.

CONTRACTOR SHALL VERIFY ALL
UNDERGROUND UTILITIES PRIOR TO
COMMENCING DEMOLITION
ACTIVITIES
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nicholas.r.young1
Text Box
BUILDING 26 IS FOR RENOVATION.  NO SITE DEMOLITION NEEDED.




